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Abstract—In this paper a multilevel transformerless hybrid
series active filter is proposed to enhance the power quality
of a single-phase residential household. The proposed topology
reflects new trends of consumers toward electronic polluting loads
and integration of renewable sources which in fact may lead
to the scope of a reliable and sustainable supply. This paper
contributes to improvement of power quality for a modern single-
phase system and emphasis integration of a compensator with
energy storage capacity to ensure a sustainable supply. A propor-
tional resonant (P+R) regulator is implemented in the controller
to prevent current harmonic distortions of various non-linear
loads to flow into the utility. The main significant features of
the proposed topology include the great capability to correct the
power factor as well as cleaning the grid simultaneously, while
protecting consumers from voltage disturbances, sags, and swells
during a grid perturbation. It investigates aspects of harmonic
compensation and assesses the influence of the controller’s choice
and time delay during a real-time implementation. Combinations
of analysis and experimental results performed on a laboratory
setup are presented for validation.

Index Terms—Hybrid active filters, power quality, renew-
able energy sources, multilevel converters, smart grids, real-time
control, resonant controller, nonlinear loads.

I. INTRODUCTION

THE TRENDS toward a future Smart Grid implementation
and the ever increase of numerous nonlinear industrial,

commercial and residential type of loads that are generat-
ing pollution which led to 100% of total current harmonic
distortions into the grids have drastically created a con-
cern on power quality metrics for future power systems [1].
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Fig. 1. Typical modern residential consumer with non-linear electronic loads
and a Nissan LEAF measured voltage and current waveforms plugged to
a level-2 charging station.

The increase in electronics devices as shown in Fig. 1, asso-
ciated with fast charging [2], [3] devices with external energy
sources require early investigation on harmonic and non-active
power compensation [4]. This widespread harmonic pollut-
ing device not only reduce the system’s efficiency, but also
has detrimental impacts on grid voltage distortion levels [5].
Likewise, distorted current waveform creates additional heat-
ing losses, and causes failure in sensitive electrical devices.
Several references could be found in the literature address-
ing specified [6], [7] or common cases dealt with power
quality issues either related to voltage distortions or current
harmonics [8].

This paper addresses the new research challenges that are
facing the power electronics converters to participate actively
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Fig. 2. House equivalent circuit connection with utility meters and the
Multilevel-THSeAF connected in series.

in mitigating electric types of pollution and consequently
enhance the grid so as to supply clean and reliable energy
to the fast-growing energy demand [9] by highly nonlinear
and time varying loads. The efficient and affordable solution
proposed in this paper uses a multilevel configuration [10] to
reduce dc side voltage for low level distribution system as
demonstrated in Fig. 2. The use of this device will facili-
tate the integration of energy storage systems and renewables
for modern households [11], [12]. It is noteworthy to men-
tion that this proposed configuration does not necessitate the
bulky series transformer [13] which constitute an economic
key toward cost effective power quality improvement of future
grids.

This multifunctional compensator cleans the current drawn
from the utility and similarly to a Dynamic voltage
restorer (DVR) the point of common coupling (PCC) and util-
ity smart meters will be protected from voltage distortions so
as to avoid wrong computation of power and energy balance.
This compensator could inject or absorb active power during
grid voltage variations to ensure high quality supply along
with complete decoupling from polluted loads.

The increase of charging stations [14] in a residential neigh-
borhood and commercial buildings becomes crucial to monitor
and evaluates their power quality characteristics [15]. In addi-
tion, pushed by social efforts, distributed generation and
renewable energy sources are been popularized requiring more
research and investigation on their wide application on the
power quality of the system [16]. This work proposes an effi-
cient Transformerless Hybrid Series Active Filter (THSeAF)
capable of rectifying current related issues in such micro-
grid application and provides sustainable and reliable voltage
supply at the PCC where important residential consumers are
connected.

This paper is organized as follows; the system configu-
ration will be first introduced. Then the operation principle
of the proposed configuration is explained. The third section
will be dedicated to the modeling and analysis of the con-
trol algorithm. The voltage and current harmonic detection
method is explicitly described. To evaluate the proposed topol-
ogy and control behavior, several scenarios are simulated and
experimental validations will be presented and discussed.

Fig. 3. Hybrid converter topology for the proposed series compensator.

TABLE I
CONFIGURATION PARAMETERS

II. SYSTEM ARCHITECTURE

A. System Configuration

The compensator depicted in Fig. 2 is composed of a mul-
tilevel single-phase converter connected in series between the
utility and the house’s entrance connected terminals. The trans-
formerless hybrid series active filter is composed of a five-level
NPC converter [17] depicted in Fig. 3, connected in series
between the utility and the entrance of the building. An
auxiliary supply is connected on the dc side. To filter high
frequency switching harmonics, a passive filter is used at
the output of the converter. A bank of tuned passive filters
ensures a low impedance path for current harmonics. In this
paper the studied system is implemented for a rated power
of 1 kVA. To ensure a fast transient response with sufficient
stability margins over a wide range of dynamic operations,
the controller is implemented on an Opal-RT/Wanda real-time
simulator. For an accurate real-time measurement of electri-
cal variables, the Opal-RT OP8665 probes are performing the
measurement task. The system parameters are identified in
Table I. A variable source up to 120 Vrms is connected to
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Fig. 4. Compensating current harmonics and voltage regulation, during grid
initiated distortions. (a) Source voltage vS, (b) source current iS, (c) load
voltage vL, (d) load current iL, (e) active-filter voltage VComp, (f) Harmonics
current of the passive filter iPF , (g) Converter’s output voltage VOut .

a 1 kVA non-linear load. The THSeAF is connected in series
in order to inject the compensating voltage. On the DC side of
the compensator, an auxiliary dc-link energy storage system
is installed. Similar parameters are also applied for simula-
tions. A fast electric vehicle charging plug level-2 is as well
connected to the load’s PCC. The active compensator’s NPC
converter structure is depicted in Fig. 3.

On the DC side of the compensator, auxiliary dc-link energy
storage components are installed at a reduced voltage level of
100V. The objective is to propose an efficient device capable
of rectifying current related issues in smart grids which also
provide sustainable and reliable voltage supply at the point
of common coupling that define the entrance of residential or
commercial buildings.

Using the circuit of Fig. 2 showing the block diagram
and model of equivalent house circuit connection with utility
meters and Multilevel-THSeAF connected in series, several
critical scenarios such as grid distortion, sag or swell are sim-
ulated using discrete time steps of 40μs as shown in Fig. 4
and Fig. 5. The Multilevel-THSeAF connected in series injects
a compensating voltage which results in a drastic improvement
of source current distortions and a cleaned load voltage. While
the load current contains a THDIL of 12%, the source current
is cleaned with a THDIS of 2.1%. When the utility is highly
polluted with a THDVS of 25.5%, the load voltage is regulated
and contains a THD of only 1.2%.

B. Operation Principle

A current fed type of non-linear load could be modeled
as a harmonic voltage source in series with an impedance
ZNon−Linear or by its Norton equivalent modeled with a har-
monic current source in parallel to the impedance. Thévenin’s
model and Norton’s equivalent circuit are depicted in Fig. 6.

Fig. 5. System response during grid sags and swells. (a) Source voltage vS,
(b) source current iS, (c) load voltage vL, (d) load current iL, (e) active-filter
voltage VComp, (f) Harmonics current of the passive filter iPF , (g) Converter’s
output voltage VOut .

In this paper the common Norton’s equivalent is chosen to
follow major related papers. In this work the approach to
achieve optimal behavior during the time the grid is perturbed
is implemented on the controller [18]. The use of a passive
filter is mandatory to compensate current issues and maintain-
ing a constant voltage free of distortions at the load terminals.
The non-linear load is modeled by a resistance representing
the active power consumed and a current source generating
harmonic current. Accordingly, the impedance ZL is the equiv-
alent of the nonlinear (ZNon−linear) and the linear load (ZRL).
The Series active filter, whose output voltage Vcomp is con-
sidered as an ideal controlled voltage source is generating
a voltage based on the detecting source current, load volt-
age, and also the source voltage to achieve optimal results as
of (4). This established hybrid approach gives good result and
is quite less sensitive to the value of the gain G to achieve
low levels of current harmonics. The gain G is proportional
to the current harmonics (Ish) flowing to the grid. Assuming
a non-ideal grid supplying feeder voltage that contains impor-
tant numbers of voltage distortions (VSh), the equivalent circuit
for the fundamental and harmonics are:

VS = Vs1 + Vsh (1)

VL = VL1 + VLh = ZLIZ = ZL(IS − Ih) (2)

IS = IS1 + ISh = IZ + Ih (3)

VComp = +GISh − VLh + VSh (4)

Where IZ represents the load current in ZL shown in Fig. 6.
Using the Kirchhoff’s law the following equation is depicted
for both the fundamental and harmonics.

VS = ZSIS + VComp + VL (5)

VL1 = ZLIS1, VLh = ZL(ISh − Ih) (6)
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Fig. 6. Single-phase equivalent phasor model for VSC type of loads,
(a) Thévenin’s model, (b) Norton equivalent.

By substituting the fundamental of (6) in (5), the source
current at fundamental frequency is obtained.

IS1 = VS1

ZS + ZL
(7)

By substituting (4) in (5) for the harmonic components, the
harmonic source current is reached as follow.

VSh = ZSISh + GISh − VLh + VSh + VLh → ISh = 0 (8)

By introducing (8) into the harmonic component of the load
PCC voltage (6), following equation is achieved.

VLh = −ZLIh (9)

Consequently in this approach even in presence of source
voltage distortions the source current is always clean of any
harmonic component. To some extent in this approach the fil-
ter behaves as high impedance likewise an open circuit for
current harmonics, while the shunt high pass filter tuned at the
system frequency, could create a low-impedance path for all
harmonics and open circuit for the fundamental component.
This argument explains the need of a Hybrid configuration
to create an alternative path for current harmonics fed from
a current source type of nonlinear loads.

III. MODELING AND CONTROL OF THE SINGLE-PHASE

MULTILEVEL-THSEAF

A Transformerless Hybrid series active filter configuration
is considered in this paper in order to avoid current harmonic
pollution along the power line caused by a single-phase diode
bridge rectifier load, followed by an inductor LNL in series with
a resistor RNL. The sequences of the modulation are presented
in Fig. 7.

A. Modeling of Transformerless Series Active Filter

According to Fig. 3, and the average equivalent circuit of
an inverter developed in [19], the small-signal model of the
proposed configuration can be obtained. Kirchhoff’s rules for
voltages and currents, as applied to this system, provide us
with the differential equations.

Fig. 7. Compensating voltage versus the reference signal.

Thereafter, d is the duty cycle of the upper switch of the
converter leg in a switching period, whereas v and ı denotes
the average value in a switching period of the voltage and
current of the same leg. The mean converter output voltage
and current are expressed by (10) and (11) as follows.

v̄O =
⎛
⎝2d − 1︸ ︷︷ ︸

m

⎞
⎠VDC (10)

ı̄DC = mı̄f (11)

According to the scheme on Fig. 3, the arbitrary direction
of if is chosen to go out from the H-bridge converter. For
dynamic studies the accurate model is considered.

mVDC = Lf
dif
dt

+ vComp (12)

rCCf
dvComp

dt
= −vComp + rC

(
if + iS

)
(13)

The state-space small-signal ac model could be derived by
a linearized perturbation of averaged model as follow:

ẋ = Ax + Bu (14)

Hence we obtain:

d

dt

[
ı̄f

v̄Comp

]
=

⎡
⎢⎢⎣

0 − 1

Lf
1

Cf
− 1

rCCf

⎤
⎥⎥⎦ ×

[
ı̄f

v̄Comp

]

+

⎡
⎢⎢⎣

VDC

Lf
0

0
1

Cf

⎤
⎥⎥⎦ ×

[
m
iS

]
. (15)

The output vector is then:

y = Cx + Du (16)

or

y = [
0 1

] ×
[

ı̄f
v̄Comp

]
(17)

By means of (15) and (17), the state-space representation
of the model could be obtained.

The second order relation between the compensating voltage
and the duty cycle could be reached as follows.

Cf
d2vComp

dt2
+ 1

rC

dvComp

dt
+ 1

Lf
vComp = VDC

Lf
m + diS

dt
(18)

This model could then be used in developing the converter’s
controller and its stability analysis.
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Fig. 8. Control system architecture scheme for P+R.

IV. CONTROL ALGORITHM OF THE SYSTEM

The Multilevel Transformerless Hybrid series active filter
configuration considered in this work is taking advantage of
an NPC converter to reduce passive components rating while,
delivering a high-quality compensating voltage. The controller
strategy implemented in this paper is based on a Proportional
plus resonant controller to generate IGBT’s gate signals. The
reference signal applied to the P+R regulator is created by two
detection block taking care of the voltage and current issues
respectively as presented in the following control diagram.

In this Rapid Control Prototyping (RCP) application, the
whole controller is implemented on the Opal-RT device, where
the controller is run on a fixed time step size determined in
the core of the paper in Table I. The inputs of the controller
described in Fig. 8, are measured using the Opal-RT probes.
The output signals of the controller are the switching gate sig-
nals produced over the digital output of the real-time simulator.
These signals are then passing through opto-isolator board to
enable semiconductor gate driver’s control.

As the compensating voltage reference is an oscillating sig-
nal with several harmonic components, the P+R regulator
has numerous advantages over other control approaches. To
develop the controller, the average equivalent circuit of the
converter is used with the small-signal model of the proposed
configuration to analyze the effects of delays on the transient
response of the compensator. The proposed control strategy
takes advantages of both a proportional and resonant controller
to generate gating signals.

The transfer function of the controller with a multi-resonant
property is given by:

GP−R(s) = KP +
n∑

h=1,3,5,7,...

2Krh · ωC · s

s2 + 2ωC · s + (h · ω)2
(19)

Where h is the harmonic order, Kp and Krh are gains, and hω

is the resonant frequency and ωC is the cutoff frequency. Their
values are depicted in Table I. The frequency responses with
a delay time are depicted in Fig. 9, where the Bode diagram
shows the superiority of the PR controller over the system
without regulation and with a PI regulator.

To implement the controller on the digital simulator
the transfer function should be obtained by discretization
via numerical integration. To obtain the discrete equivalent of
a transfer function via numerical integration, one should apply
appropriate numerical integration techniques depending on the

sensitivity and stability requirements to the system differential
equation [20].

The P+R controller function is then calculated, where z
is the variable in the z-domain and T is the sampling time
constant also known as step-time TS in Matlab environment.

By performing the Z-transform, using the Tustin or bilinear
approximation based on e trapezoidal rule, on (19), the discrete
transfer function is achieved as follow. The frequency variable
“s” is replaced by the following term.

s → 2 · (z − 1)

T(z + 1)
, s2 → 4(z − 1)2

T2(z + 1)
(20)

This results in the following discrete transfer function in the
z-domain.

GP+R(z)

= KP +
n∑

h=1,3,5,7,...

2Krh · ωC · z2 · T − Krh · ωC · T
(
1 + ωCT + (hωT)2)z2 +

(
(hωT)2

2 − 2
)

z + 1 − ωCT + (hωT)2

4

(21)

According to the two developed discrete function, one can
implement either of them for a real-time simulation or a prac-
tical experiment on a digital controller. Meanwhile, the choice
of gains is tied with the stability study of the transfer func-
tion. The gains should be chosen depending on the sampling
time imposed by the digital controller, and the behavior of the
system itself. In a general rule; the more the sampling time
T, has a smaller value, the more the chance to reach a stable
system is observed.

V. STEADY STATE POWER FLOW OF ACTIVE

SERIES COMPENSATION

As apprehended earlier, the series compensator behaves as
a controllable voltage source generating waveforms having
harmonic components up to the tuned allowable limits imposed
by the designer based on parameters of the compensator, in
this work 8 kHz is chosen to remain in the stable operating
point. In this section the equivalent circuit of the standalone
active compensator without the shunt passive filter as shown
in Fig. 10 is taken into account. The load flow is performed
for the steady state condition and assumes a lagging load.
It is noteworthy to mention the three following principles to
remember for the series compensation:

– The series source does not inject or absorb current. This
lead to the fact that the load current and source cur-
rent are identical. As the duality of a shunt active filter,
here the line current passes directly through the series
compensator (IS = IL);

– The load flow is performed at the fundamental fre-
quency, and thus the harmonics are not considered in
this study (Ih = 0);

– In a general form, it is impossible to control the DC bus
voltage of the compensator and correcting the power fac-
tor simultaneously as both are using one single variable,
the phase angle.
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Fig. 9. Frequency response of the system with a 40 µs delay time; using the PI controller, P+R controller, and with a closed-loop controller. (a) Root Locus
diagram. (b) Bode diagram.

Fig. 10. (a) Circuit diagram of a radial system with the series active com-
pensator, (b) Phasor diagram of the radial system before compensation with
VS as reference.

For sake of simplicity, the load voltage amplitude is con-
sidered equal to the source voltage rms value.

A. Power Factor Compensation

The polar representation of the system becomes as of
Fig. 11, where line current and source voltage are in phase.
The power flow for each component of the radial circuit for
the inductive load could be found. By shifting the load volt-
age, the compensator forces the load to drift a current which
will be in-phase with the source voltage respectfully.

In a general form, the auxiliary dc supply should be
designed according to the maximum compensating voltage
that the compensator is tasked to provide at the fundamental

Fig. 11. Phasor diagram while correcting the power factor.

frequency. The DC bus voltage could not be lower than the
maximum value of the compensation voltage at fundamental.

VDC ≥ VComp_max ⇒ 0 ≤ ∣∣VComp
∣∣ ≤ VDC (22)

The compensator rating will be equal to the percentage of
the produced compensation voltage. Thus, the rating of the
SeAF could vary from around 30% of the load power up to
the full load. The rated power to design the compensator could
be calculated as follows.

SSeAF = VCompIL
(
IComp = IS = IL

)
(23)

Back to the previous vector representation the angle of the
produced compensating voltage could be calculated as follows:

β = 180 − θ

2
(24)

By assuming that |VL| is equal to |VS|, the complex apparent
power which is the product of the voltage and the conjugate of
the current could be calculated as follows. The power supplied
by the grid is:

SS = (VS∠0)(IS∠0)∗ = |VS||IS|∠0 = PS (25)

The amount of power consumed by the load is:

SL = (VL∠θ)(IL∠0)∗ = |VS||IS|∠θ = PL + jQL (26)
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Fig. 12. Phasor diagram and compensator’s power representation.

The amount of power supplied by the compensator is:

SComp = (
VComp∠ − β

)
(IS∠0)∗ = ∣∣VComp

∣∣|ISh|∠ − β

= PComp − jQComp (27)

With regards to calculated powers, it is obvious that the
source supplies only active power, while the load continues
to consume the same active and reactive power as before.
The compensator is absorbing the arithmetical difference of
active powers between the source and load and supplies the
difference of reactive power again between the source and
the load. {

PComp = PS − PL

QComp = −QL
(28)

The direction of the power flow for the compensator has
arbitrarily been chosen as follows: if the compensator absorbs
the power it has a positive value and if it injects or supply
power, the power will have a negative value.

It is noteworthy to mention that, if the source voltage ampli-
tude is equal to the load’s voltage, the compensator will absorb
power, while if the load voltage is much greater than the
source one, then the compensator starts to supply active power
as illustrated in Fig. 12. Likewise for the reactive power; if
the load has a lagging power factor, the compensator will
supply reactive power and if the load has a leading power fac-
tor (capacitive load) the compensator will absorb the desired
amount of reactive power to finally achieve a unity PF.

The following result shows a series compensator (a DVR)
correcting the power factor. A UPF is reached even during
a dynamic change in the load power. The DVR has shifted the
load’s voltage by applying a compensating voltage at funda-
mental frequency where its vector representation is illustrated
in Fig. 12.

By sweeping the load voltage, the load current will follow in
the same direction as shown in Fig. 13. As a consequence the
line current become in phase with the grid voltage resulting in
a unity PF. The compensator will keep the PF at unity value
even when the load has increased at 0.2s by supplying more
reactive power. The calculated powers in Fig. 14 illustrate the
amount of active and reactive powers flow in each section and
show the exceeding amount of power absorbed or injected by
the auxiliary DC source. As soon as the Series compensator

Fig. 13. Series compensator to correct the power factor; (a) Grid voltage vS,
(b) source current iS, (c) load voltage vL, (d) DC bus voltage VDC .

Fig. 14. Series compensator with DC source correcting the power factor,
calculated powers; Active power (blue), and Reactive power (green). (a) Grid
supply, (b) Load power, (c) Compensator supply.

starts operating (at 0.05s), by performing a PF correction, the
reactive power exchanged by the grid drops down and is trans-
formed to active power, while the loads power flow has not
been affected. The amount of powers that each source will pro-
vide could be calculated by (25) to (28). This auxiliary source
ensures a constant voltage in the DC side of the converter
and the compensator’s controller does not require having an
integrated DC bus regulator.

VI. EXPERIMENTAL RESULTS

To validate the study various scenarios similar to those
effectuated in the simulation are performed on a laboratory
prototype. Fig. 15 shows the setup components with parame-
ters described in Table I. The Opal-RT real-time simulator, the
NPC converter along with precise probes dedicated for RCP
applications are noticeable in the picture.

The compensation during steady state depicted in Fig. 16,
shows the polluted load harmonics isolated from the utility
and a unity power factor (UPF) is reached. Moreover, the com-
pensator maintains the load’s voltage regulated with constant
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Fig. 15. Laboratory setup used for experiments.

Fig. 16. Steady state waveforms of the THSeAF compensating load current.
(a) Source voltage vS [50V/div], (b) source current iS [5A/div], (c) load PCC
voltage vL [50V/div], (d) load current iL [2.5A/div].

amplitude and free of all kinds of distortions independently of
the grid condition.

The load’s voltage THD could be reduced to the desired
value by performing a fine-tuning of the shunt passive
filter which indirectly contributes to the voltages quality as
explained in the previous section. This one-time tuning is
independent of parameters of the system. The harmonic con-
tent and THD of sources and load voltage and current for the
Fig. 16 are presented in Fig. 17.

The line current shows dramatic improvements in its THD
while the THSeAF is operating in a hybrid approach. A gain
G of 3� equivalent to 0.4p.u. was used to control current har-
monics. As mentioned earlier, the capability of operating with
reduced DC voltage is considered as one of advantage of the
proposed configuration, where for these tests it is maintained
at 110VDC.

Experimented results illustrate high fidelity towards simula-
tions. During a grid’s voltage sags, the compensator regulates
the load voltage magnitude, compensates current harmonics
and corrects the power factor as shown in Fig. 18. These fig-
ures show possible cases in which the THSeAF could face
during the worst scenario requiring compensation of the load
voltage harmonics.

Fig. 17. Harmonic contents in percentage of fundamental when THSeAF in
operation; (a, b) Source voltage and current, (c, d) Load voltage and current.

Fig. 18. Waveforms during a sags; (a) Source voltage vS [100V/div],
(b) source current iS [10A/div], (c) load PCC voltage vL [100V/div], (d) load
current iL [5A/div].

Clarified in Section V, the auxiliary DC source, similar
to a UPS, provides necessary amount of power to maintain
the supply at the load terminals despite variation in the util-
ity’s voltage magnitude. The bidirectional DC source should
exchange power with an auxiliary feeder or energy storage
to maintain the DC voltage at a constant value. As expected
from simulations, during a grid’s extended voltage swell, the
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Fig. 19. Waveforms during a swells; (a) Source voltage vS [100V/div],
(b) source current iS [10A/div], (c) load PCC voltage vL [100V/div], (d) load
current iL [5A/div].

compensator regulates the load voltage magnitude by inject-
ing active power while compensating current harmonics and
correcting the PF as shown in Fig. 19.

VII. SUMMARY

Renewable energy sources that are proliferating very rapidly
are connected to the grid via resonant filters that may also
interact with the grid impedances and can cause undesired
EMI and resonance phenomenon. Therefore the necessity of
maintaining clean decoupled power is becoming an important
issue since electric power quality is usually measured at gen-
eration, distribution and load levels. To improve power quality,
a Multilevel-THSeAF was developed in this work based on the
five-level NPC configuration. The key novelty of the proposed
topology includes power quality improvement in a single res-
idential building that may result to the enhancement of the
global power system. Moreover, the configuration can reg-
ulate and improve the load voltage and when connected to
a renewable auxiliary DC source, the topology is able to coun-
teract actively to the power flow in the system similar to
a UPS. Having a constant and distortion-free supply at load
PCC, it was denoted that the active compensator responds well
to source voltage variations. Furthermore, this compensator
eliminates source harmonic currents and improves grid power

quality with no need to use the typical bulky series transformer.
It was demonstrated that this active compensator responds
properly to source voltage variations by providing a con-
stant and distortion-free supply at load terminals. Furthermore,
it eliminates source harmonic currents and improves power
quality of the grid without the usual bulky and costly series
transformer. The proposed transformerless configuration was
simulated and experimentally validated.
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