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Abstract—A well-known issue of fuel-cell-powered
single-phase uninterruptible power supplies (UPS) is that
the input current from the dc source is coupled with the
second-order current ripple due to the ac-side instanta-
neous power pulsating at twice the line frequency. The low-
frequency ripple component has been confirmed to have
detrimental impacts on fuel cell’s reliability and lifespan.
To solve this issue, a boost inverter that can work in both
differential mode (DM) and common mode (CM) operations
is adopted by this paper. The DM operation achieves ac-
tive power conversion and a well-regulated ac output volt-
age. Meanwhile, the CM operation ensures effective dc cur-
rent ripple reduction. In addition to operating with linear
loads, the proposed control method extends its working
scope to nonlinear loads, where meticulously designed
repetitive controllers are employed to handle the multiple
low-harmonic situations. Moreover, the proposed control
method also introduces an interleaved pulse-width mod-
ulation to further reduce the switching frequency ripple
in the dc current. The stability of the proposed control
system is stringently examined. Finally, presented experi-
mental results validate the theoretical analysis as well as
the effectiveness of the proposed method in current ripple
reduction.

Index Terms—Boost inverter, current ripple, dual-mode
operations, interleaved modulation, fuel cells, repetitive
controller.

NOMENCLATURE

UPS Uninterruptible power supplies.
PPD Passive power decoupling.
APD Active Power decoupling.
E-Cap Electrolytic capacitor.
ESR Equivalent series resistance.
DM Differential mode.
CM Common mode.
PWM Pulse-width modulation.
PR Proportional-resonant.
ZOH Zero order hold
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I. INTRODUCTION

DRIVEN by the increasing demands of sustainable and
clean energy, a handful of renewable energy resources

have been vigorously investigated. As a significant energy alter-
native, fuel cells have been widely utilized to support electricity
demand by virtue of their high power density, superior energy
efficiency and excellent emission control.

Fuel cell powered single-phase uninterruptible power
supplies (UPS) are commonly adopted to provide high quality
and reliable power for system sensitive loads in case of power
failures. However, a well-known issue with such single-phase
systems is that the performance of dc side may be affected
by the second-order current ripple, which is resulted from
the double-line frequency component of ac-side instantaneous
power. Notably, this low-order current ripple is proved to have
measurable effects on fuel cell’s inner chemical reactions, and
hence, detrimental to fuel cell’s reliability and lifespan. In
studying interactions between fuel cells and power converters,
[1] examines the fuel cell voltage responses to a series of
current sinusoidal perturbations and detected an observable
hysteresis at around 100 Hz exclusively. Another paper explores
the effects of current ripple on fuel cell’s performance [2],
the result confirms both the presence of hysteric phenomenon
and the proximity of ripple frequency to the fuel cell’s cutoff
frequency can be factored into additional losses of the output
power. Moreover, fuel cell’s durability and lifespan can also be
crippled as a result of the low-frequency sinusoidal disturbances
[3]–[5]. Besides, the low-frequency current ripples are recently
found to be a major cause of degradation in the fuel cell’s
cathode catalyst [6], which is another threat to system per-
formance and reliability. Similar effects are also noticeable in
battery-powered systems [7]. Despite already serious concerns
induced by second-order current ripple, this issue tends to
aggravate when the UPS is exposed to nonlinear loads, where
the dc input current is polluted by multiple low-frequency ripple
components. Apart from disastrous effects on fuel cells, the
existence of these current ripples may cause reduced conversion
efficiency, nuisance tripping [8] and distorted output voltage in
the UPS system. As a result, UPS would provide unreliable and
low-quality power to its loads, disrupting normal operations.

In order to mitigate low-frequency current ripples in the dc
side of the single-phase system, a variety of methods have been
proposed. Depending on their targeted system segments, they
can be broadly classified into hardware and software power de-
coupling techniques. Hardware power decoupling techniques
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can be further broken down into PPD and APD. The PPD
technique is normally implemented by using energy storage
devices to decouple the power oscillation [9]. The most widely-
used PPD is to increase the intermediate dc-link capacitor [10].
However, the elevated capacitance may prompt the utilization
of E-Cap, giving rise to reduced power density and shortened
operation lifetime. In contrast, APD, which leverages an or-
ganic combination of auxiliary circuits and film capacitor of
much lower capacitance to substitute bulky E-Cap, seems to
be a promising alternative. The simplest APD method involves
inserting an LC circuit to the dc bus [11], making large E-
Cap unnecessary. Nonetheless, this technique introduces induc-
tor as another energy storage, which has lower energy density
and higher ESR compared to film capacitor [12]. Another ap-
proach is to install a bidirectional dc–dc converter in parallel
with dc bus and make the ripple power solely supplied by this
additional converter [13], [14]. However, the extra circuits lead
to increased power loss, system complexity and costs. Other
shunt film-capacitor-based APD techniques are provided in [12],
[15]–[17], and they can be generally categorized into dc decou-
pling and ac decoupling based on the polarity of the decoupling
capacitor voltage [9]. However, their common defects from ef-
ficiency and system complexity points of view still remain un-
resolved. Even in the case of [18], where the decoupling circuit
shares switches with the full-bridge inverter, making the number
of switches remains the same. Yet, the dc voltage requirement
for this topology is doubled [8].

In contrast, software power decoupling, which leverages con-
trol schemes to force current ripples to be assimilated solely by
capacitors with admissible capacitance, seems to be a better
choice as it requires no additional hardware. One of the most
common approaches is to incorporate an inner inductor current
loop in addition to the existing voltage loop, forming a dual-loop
control scheme [19]. However, the effective current ripple sup-
pression is realized at the expense of the significantly reduced
voltage loop crossover frequency [20]. An ameliorated approach
is to insert a notch filter with its characteristic frequency tuned
at current ripple’s frequency into the voltage loop [21], through
which, the gain of voltage controller at the targeted frequency
is successfully decreased without causing a low-voltage loop
crossover frequency. Another literature attempts to balance the
current ripple reduction effect and dynamic response by tuning
the output impedance of the power converter [20]. A modified
dc bus voltage reference created by adding the second-harmonic
component of load current through feedforward loop is dis-
cussed in [22]. And a similar approach involves incorporating
the desired second-harmonic voltage fluctuation to the dc volt-
age reference [23]. By having the modified dc bus voltage refer-
ence tracked by the control loop, the second-harmonic current is
well suppressed in both cases. Nevertheless, all these methods
may require two-stage power conversion, which implies that a
bulky dc bus capacitor is needed to ensure the normal operation
of the dc-ac conversion.

In view of the design challenges mentioned earlier, a differ-
ential inverter composed by two identical bi-directional dc–dc
boost converters is proposed in [24] and its topology is shown
in Fig. 1. Instead of having a large dc-bus capacitor to buffer

Fig. 1. Topology of the boost inverter for UPS applications.

Fig. 2. System block diagram of fuel-cell-powered single-phase UPS.

the double-line frequency power, this topology removes the dc
input current ripple by regulating the voltage waveforms of
the two output capacitors. However, in [24], the voltage refer-
ences of the power decoupling capacitors are calculated in an
open-loop manner, which limits its working scope to linear and
constant load. A rule-based control is introduced in [25] to re-
duce the second-order harmonic current in all power operating
quadrants. However, like its predecessor, this method is unable
to handle nonlinear load. Despite [26] reported an ameliorated
closed-loop waveform control that enables the system to work
under load variations, the ac voltage output from this method is
noticeably distorted when it is utilized to supply nonlinear load.

In the light of all the aforementioned concerns, this paper
adopts the inverter topology shown in Fig. 1 for the fuel cell
powered single-phase UPS system as presented in Fig. 2. A
unique feature of this topology is that it can essentially work
in dual-mode operations. The differential mode (DM) operation
realizes active power conversion and ac output voltage regula-
tion, while the common mode (CM) operation mitigates ripple
component in the dc current. Notably, the proposed current rip-
ple reduction method can work under both linear and nonlinear
load, which has never been studied under this application be-
fore. Moreover, the proposed control schemes regulate the two
operation modes in a closed-loop control manner, leaving the
sophisticated and inaccurate voltage reference calculations as
performed in [24] and [27] behind. Furthermore, the proposed
method minimizes the cost of the inverter as it requires no ad-
ditional electrical component or circuit for power decoupling.
Hence, the substitution of E-Caps with more reliable film capac-
itors also contributes to a reduced cost as much less replacements
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are expected. In addition to low-frequency current ripple reduc-
tion, the proposed control scheme manages to further soothe the
dc current by using interleaved pulse-width modulation (PWM)
to suppress current ripples at switching frequency. The rest of
this paper is organized as follows. Section II explains the op-
erational mechanism of the boost inverter. Section III discusses
the design of control schemes and interleaves PWM. Section IV
examines the overall system stability with the adoption of the
proposed control methods. Experimental results are presented
in Section V to demonstrate the effectiveness of the proposed
control schemes. Finally, the contributions of this paper are con-
cluded in Section VI.

II. DUAL-MODE OPERATING MECHANISM

A. Circuit Analysis

As shown in Fig. 1, the boost inverter is essentially composed
by two identical boost dc–dc converters sharing a common dc
source. The upper switches of the two boost converters are
connected to form the output of the boost inverter. Vin and iin
represent the input voltage and current of the boost inverter,
respectively. vo denotes the output voltage of the inverter. Nor-
mally, the capacitor voltages vc1 and vc2 are regulated to be

vc1 = Vdc +
1
2
Vo sin (ωt) (1)

vc2 = Vdc − 1
2
Vo sin (ωt) (2)

where Vdc is the dc offset voltage of output capacitors. Vo is
the amplitude of output ac voltage, whose fundamental angular
frequency is ω. Assuming a resistive load R, the input current
iin can be expressed as

iin = iL1 + iL2 =
1

1 − d1
iS2 +

1
1 − d2

iS4

=
vc1

Vin
(ic1 + io) +

vc2

Vin
(ic2 − io) (3)

where iL1 and iL2 are the currents of two inductors with the
same inductance L. The two capacitors C1 and C2 are also
identical in their capacitance C, the voltages of which are vc1
and vc2 , respectively, whose corresponding currents are ic1 and
ic2 . By substituting vc1 , vc2 in (1) and (2) into (3) and making
proper transformation, the input current iin can be rewritten as

iin =
Voio
2Vin

− Voio
2Vin

cos (2ωt) +
ωCV 2

o

4Vin
sin (2ωt) . (4)

The last two terms suggest the existence of an observable
scale of second-order current ripple at the input of the boost
inverter. By incorporating double-line frequency signals into
capacitor’s voltage references through the CM dc offset volt-
age regulation as performed in [24], the second-order current
ripple can be theoretically compensated. However, the mathe-
matic solution of the unknown amplitudes involves sophisticated
square root and inverse trigonometric calculations as illustrated
in [8]. Hence, should the nonlinear loads are supplied by the
system, the equation solving process tends to be even more
complicated. Moreover, the coefficients obtained through the
open-loop control scheme are essentially inaccurate due to the

ideal conditions assumed for the two output capacitors. Thus,
the effectiveness of current ripple reduction by this approach is
hardly satisfactory.

B. Modeling and Operation Mechanism

The most significant feature of the boost inverter identified
by this paper is that through proper control, the inverter can
essentially work in a dual operation mode. The DM operation
aims at delivering power from source to load, realizing active
dc–ac power conversion. Meanwhile, under the CM operation,
the power flow encircles two boost converters individually, leav-
ing the output load unattended. One of the objectives under this
operation is to regulate the dc offset voltage of the two output
capacitors, while the other is to force current ripple to be assim-
ilated by the same pair of capacitors. In this way, the fuel-cell
source would be theoretically free from the low-frequency cur-
rent disturbance. Notably, there are two differential equations
obtained by Kirchhoff’s Voltage Law (KVL) and Kirchhoff’s
Current Law (KCL) that should always hold true regardless of
operations. In fact, the system models of DM and CM operations
are later derived from the same equations:

L
diLj

dt
= Vin − (1 − dj ) vcj (5)

C
dvcj

dt
= (1 − dj ) iLj + (−1)j io (6)

where j can be either 1 or 2 corresponding to the variable footers
in the two dc–dc converters. Based on the boost inverter’s circuit
shown in Fig. 1 and capacitor voltage expressions given in (1)
and (2), the output voltage under DM operation can be expressed
as the difference of the two output capacitor voltages, while the
dc offset voltage under CM operation equals to the sum of
the very same two capacitor voltages. Therefore, the system
models under two operations can be built respectively based on
this observation. To simplify the analysis, all variables involved
in DM operation are generally defined as xDM = (x1 − x2)/2,
where x could be the voltage, current or duty cycle. The same
rule goes to CM operation, wherexCM = (x1 + x2)/2. Taking
the DM operation for instance. By replacing xDM into (5) and
(6), then applying small-signal analysis and proceeding with
ac equations while dismissing second-order ac quantities, the
following equations are derived:

L
dîDM

dt
=

D1 v̂c1 − D2 v̂c2 + d̂1Vc1 − d̂2Vc2

2
− v̂DM (7)

C
dv̂DM

dt
= îDM − D1 îL1 − D2 îL2 + d̂1IL1 − d̂2IL2

2
− v̂DM

R
.

(8)

The symmetric feature of the two dc–dc converter circuits
leads to the equality of dc components of different control
variables at the quiescent operating point. Specifically, Vc1 =
Vc2 = Vc , IL1 = IL2 = IL , and D1 = D2 = D are vali-
dated under this condition. As a result, the equations above can
be simplified as

L
dîDM

dt
= (D − 1) v̂DM + Vcd̂DM (9)
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Fig. 3. Small-signal equivalent circuit of DM modeling.

Fig. 4. Small-signal equivalent circuit of CM modeling.

C
dv̂DM

dt
= (1 − D) îDM − IL d̂DM − v̂DM

R
(10)

and their corresponding small-signal equivalent circuit is given
in Fig. 3. Next, taking the Laplace transform over the above
equations and arranging the small-signal model in matrix form,
the boost inverter’s duty cycle-to-current and current-to-voltage
transfer functions under the DM operation can be simply ob-
tained by solving the matrix, which are finally presented as

Gd2i DM (s) =
îDM (s)

d̂DM (s)
=

CVcs + (1 − D) IL + Vc/R

LCs2 + L/Rs + (1 − D)2

(11)

Gi2v DM (s) =
∧
vDM (s)
∧
iDM (s)

=
(1 − D) Vc − LILs

CVcs + (1 − D) IL + Vc/R
.

(12)

By the same token, the small-signal modeling equations of
CM operation can be derived and simplified as

L
dîCM

dt
= v̂in + Vcd̂CM + (D − 1) v̂CM (13)

C
dv̂CM

dt
= (1 − D) îCM − IL d̂CM (14)

whose equivalent circuit is as shown in Fig. 4. Through a series
of similar procedures, the equivalent transfer functions under
the CM operation can be eventually derived as follows:

Gd2i CM (s) =
îCM (s)

d̂CM (s)
=

CVcs + (1 − D) IL

LCs2 + (1 − D)2 (15)

Gi2v CM (s) =
v̂CM (s)
îCM (s)

=
(1 − D) Vc − LILs

CVcs + (1 − D) IL
. (16)

Apparently, the equations above show certain resemblance to
the small-signal modeling transfer functions of a boost dc–dc
converter, except the resistive load is only characterized in DM

Fig. 5. Overall control block diagram for the boost inverter.

Fig. 6. Closed-loop control for ac voltage regulation (DM operation).

operation. Besides, the equations also reflect the common yet
differentiated tasks shared by the two operation modes.

III. SYSTEM CONTROLLER DESIGN

Instead of controlling each operation mode through sepa-
rate loops, this paper proposes a comprehensive control scheme
composed by three sub-control block diagrams as shown in
Fig. 5. Clearly, DM-oriented control scheme is designed to en-
sure a harmonic free ac output voltage regardless of the types of
load it supplies. The CM-oriented control scheme aims at dc off-
set voltage regulation and input current ripple reduction. In order
to present readers an elaborative view over the rationales behind
the control schemes design, three sub-control block diagrams
will be temporarily disassembled in the following analysis.

A. DM Control Scheme Design

The classic dual-loop control structure is employed for the
boost inverter under DM operation, the implementation of which
is presented in Fig. 6. Notably, in order to maximally ap-
proximate the control model to the real system, all functions
are presented in their z-domain forms. For the inner current
regulation loop, z-1corresponds to the one-sampled computa-
tion delay in the digital control system, while a half-sampled
PWM delay derived through zero order hold method is in-
cluded during continuous-discreet conversion. Furthermore, a
proportional gain Kp DM is introduced to neutralize the LC
resonance. Gd2i DM(s) and Gi2v DM(s) represent plant mod-
els, whose transfer functions are respectively given in (11)
and (12). As for the outer voltage regulation loop, a PR con-
troller is normally adopted to mitigate the harmonics of interest,
when only linear loads are concerned. However, in the case that
the nonlinear loads are also supplied by the UPS, the ac output
voltage may be severely distorted by the imposition of the low-
frequency odd-order harmonics, e.g., third, fifth, seventh, etc.,
leading to system malfunction. Under such scenario, multiple
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Fig. 7. Plug-in repetitive controller for odd-order harmonics reduction.

resonant controllers have to be added in parallel to the control
loop, which explicitly increments control system complexity.
Hence, both mathematic deduction and experimental results in
[24] have revealed that the successful suppression of harmonic
at one specific order may give rise to the harmonic in the next
periodical order, i.e., second order and fourth order in [24].
Therefore, it is extremely difficult to predict the exact number
resonant controllers that are adequate to combat the constantly
newborn harmonics. In light of the PR controller’s ineffective-
ness to deal with multiple low-frequency harmonic situation, a
modified plug-in repetitive controller is introduced in this paper
as Grc DM(z), and its control block diagram is given in Fig. 7.

The negative feedback repetitive controller in Fig. 7 provides
high gains at odd-order harmonic frequencies, which can the-
oretically suppress all odd-order harmonics below the Nyquist
frequency. N denotes the number of delayed samplings, which
equals the sampling frequency fs divided by the fundamental
frequency fn . Since only odd-order harmonic frequencies are
concerned in DM operation, N/2 delays are adequate in this
design [28]. Thanks to this particular character, tracking errors
may converge to zero in a half fundamental cycle basis, showing
a superior dynamic response to that of a conventional plug-in
repetitive controller. In addition, Kr1 is the repetitive control
gain and is selected properly to achieve plausible damping ef-
fect and fast transient response [29]. Q(z) is a zero-phase-shift
low-pass filter featured in a unity gain at low frequencies, whose
equation is given in (17). The inclusion of such low-pass filter
ensures graduate magnitude response attenuation as frequency
increases, which strengthens the stability margin of the system.
To further enhance the system stability, a carefully designed
phase lead term zm1 is embedded in the forward path to com-
pensate the phase delay caused by the feedback control system,
digital computation, and PWM process [29]. Guided by the de-
sign procedures prescribed in [29], m1 = 5 is found to have
an excellent compensation effect for the DM voltage regulation
loop, which is also verified by the system’s Nyquist locus in
MATLAB as elaborated in the next section. Finally, the transfer
function of the modified repetitive controller is given in (18)

Q (z) =
z + 2 + z−1

4
(17)

Grc DM (z) = Kr1
Q (z) z−

N
2 +m 1

1 + Q (z) z−
N
2

. (18)

B. CM Control Scheme Design

Different from the implementation of DM operation control
scheme, the CM control design incorporates two correlated con-
trol block diagrams as shown in Figs. 8 and 9, primarily because
two functions are fulfilled by the operation. One of the functions

Fig. 8. Closed-loop control for dc offset voltage regulation (CM
operation).

Fig. 9. Closed-loop control for dc current ripple reduction (CM
operation).

Fig. 10. Plug-in repetitive controller for even-order harmonics
reduction.

is to regulate the dc offset voltages of the output capacitors in
order to guarantee that the boost converters are working well
within the linear modulation range. For the dc offset voltage
regulation control block diagram as shown in Fig. 8, the inner
current loop configuration is nearly the same as its DM cur-
rent regulation counterpart due to the resemblance of their plant
models. Notably, a dCM2 which denotes the duty cycle output
by control III in Fig. 5 is added before a full dCM signal is
assembled and sent to the next block. The outer voltage loop is
well attended by simply using a proportional-integral controller
Gpi(z) since only the dc component is concerned. Gd2i CM(s)
and Gi2v CM(s) are plant models, whose transfer functions are
in given in (15) and (16).

The other function of the CM control scheme can be ex-
plicitly reflected from the control block diagram presented in
Fig. 9. By properly regulating the CM voltages in the two out-
put capacitors, the predominant second-order component in dc
input current can be significantly canceled out in theory, based
on the analysis concluded in the last section. However, should
the nonlinear loads be put into discussion, the low-order odd
harmonics would infiltrate into the ac output voltage and later
interact with the fundamental component of the modulation sig-
nal, giving rise to the low-order even harmonics in the dc input
current, e.g., second, fourth, sixth, etc.

In dealing with the similar multiharmonic circumstance as
described in DM output voltage regulation, another derivative
of the conventional plug-in repetitive controller is adopted in
this part of CM control scheme design as Grc CM(z). By simply
switching the minus sign in the feedback loop into an add sign,
the controller in Fig. 7 is reconfigured into a positive feedback
repetitive controller dedicated to eliminating all harmonics in the
even-order frequencies [30]–[32]. The new controller schematic
is given in Fig. 10, where almost all fundamental parameters
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including Kr2 , N and Q(z) share the same values with its nega-
tive feedback counterpart used for the DM output voltage regu-
lation. The only modified parameter is zm2 , where m2 = 3 is
adopted for the better delay compensation effect.

Notably, a high-pass filter Ghpf(z) is incorporated in the feed-
back loop of the closed-loop control block diagram as shown
in Fig. 9. This is because the implementation of the modified
plug-in repetitive controller may introduce an integral term at
0 Hz frequency in addition to the high gains imposed at even-
order harmonic frequencies. However, the extra integral term
attempts to regulate the mean value of dc input current in a way
that may ultimately hamper the DM voltage regulation. Consid-
ering the clear conflict of operations, a first-order low-pass filter
is employed to exclusively compensate the high gain brought by
the integral term. Finally, the transfer function of the modified
repetitive controller in Fig. 10 is written as

Grc CM (z) = Kr2
Q (z) z−

N
2 +m 2

1 − Q (z) z−
N
2

. (19)

C. Interleaved Modulation Design

Despite low-frequency harmonics can be dramatically at-
tenuated with the adoption of the modified plug-in repetitive
controllers, certain PWM harmonics whose sidebands are cen-
tered around the switching frequency and its multiples are non-
negligible. The utilization of an LCL filter or its more sophis-
ticated ramifications could theoretically suppress these current
ripples caused by PWM [33]. However, the introduction of extra
electrical components should be strictly obviated unless abso-
lutely necessary. Fortunately, in the case of the boost inverter,
the symmetrical circuit structure formed by two identical boost
converters enables switching frequency ripple cancellation with-
out incurring additional components. In order to achieve good
switching frequency ripple mitigation effect, this paper proposes
an interleaved modulation for the boost inverter. In adopting
such modulation in system control design, the PWM carriers of
the two boost converters are shifted in 180°, which ultimately
leads to the opposite changing directions of the two inductor
currents iL1 and iL2 during certain switching periods. Since the
dc input current iin is the sum of the two inductor currents, an
increasing iL1 is neutralized by a decreasing iL2 and vice versa
under the interleaved modulation, which can partially cancel out
the switching frequency ripples in the dc input current as shown
in Fig. 11.

Ideally, if the two inductor currents have the same peak-to-
peak amplitude, the effectiveness of such ripple cancellation is
then largely hinged on the values of their respective duty cycles.
Theoretical analysis in [8] suggests the best cancellation occurs
at which duty cycles are tuned to be 0.5 for both iL1 and iL2 ,
where nearly all ripple components at switching frequency in iin
are balanced out. However, the peak-to-peak amplitudes of the
inductor currents in Fig. 1 are constantly changing with the line
frequency. Meanwhile, the values of duty cycles are regularly
shifting due to the closed-loop control. Therefore, only partial
cancellation is de facto achieved in the boost inverter in Fig. 1
under the control scheme design proposed in this paper.

Fig. 11. Interleaved modulation for switching frequency ripple
reduction.

Fig. 12. Alternative control block diagram for ac voltage regulation.

IV. CONTROL SYSTEM STABILITY ANALYSIS

A. DM Operation Control System Stability Analysis

In studying the system stability under the influence of the
modified plug-in repetitive controller, a proportional controller
Gv (z) is temporarily utilized to regulate voltage as shown in
Fig. 12 in place of the repetitive controller in Fig. 6. According
to Fig. 12, the open-loop transfer function depicting the math-
ematical relationship between current error ei DM and iDM can
be written as

Gi dmop (z) =
iDM

ei DM
= Kp DMz−1ZZOH [Gd2i DM (s)] .

(20)

The closed-loop transfer function of the current control from
can derived accordingly as

Gi dmcl (z) =
iDM

iDM ∗
=

Gi dmop (z)
1 + Gi dmop (z)

. (21)

Next, the open-loop transfer function of the voltage control
in Fig. 12 can be expressed as

Gv dmop (z) =
vDM

ev DM
= Gv (z) (1 − Gi dmcl) Kp DMz−1

× ZZOH [Gd2i DM (s) Gi2v DM (s)] . (22)

The corresponding closed-loop transfer function of the DM
voltage control from vac∗ to vDM can then be derived as

Gv dmcl (z) = H1 (z) =
Gv dmop (z)

1 + 2Gv dmop (z)
. (23)

By incorporating the modified plug-in repetitive controller
Grc DM(z) in (18) into the closed-loop control block diagram
in Fig. 12, the transfer function of overall control system from
vac∗ to vDM can be derived by feeding a new voltage reference

v′
ac∗ = vac∗ + (vac∗ − 2 × vDM) Grc DM (z) (24)
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Fig. 13. Nyquist plot of Q(z)(1 − 2Kr 1 zm 1H1 (z)).

into (22), as

G′
v dmop (z) = (1 + Grc DM (z))Gv dmop (z) . (25)

By substituting (25) into (23), the closed-loop transfer func-
tion of the overall control system for ac output voltage regulation
can be rewritten as

Gv dmcl
′ (z) =

(1 + Grc DM (z)) Gv dmop (z)
1 + 2 (1 + Grc DM (z)) Gv dmop (z)

=
H1 (z)

(
zN/2 + Q (z) − Kr1Q (z) zm 1

)

zN/2 + Q (z) − 2Kr1Q (z) zm 1 H1 (z)
.

(26)

From (26), the overall closed-loop control system is stable
only if the roots of the characteristic function zN/2 + Q(z) −
2Kr1Q(z)zm1H1(z) are located inside the unit circle. To sim-
plify the analysis, a sufficient condition for system stability can
be expressed as

‖Q (z) (1 − 2Kr1z
m 1 H1 (z))‖ < 1, ∀z = ejω , 0 < ω <

π

T
.

(27)
According to (27), the system stability can be profoundly in-

fluenced by the values of Q(z), Kr1 and m1 , which makes them
significant elements in designing a plug-in repetitive controller.
The analysis and calculation of the three variables are elabo-
rately discussed in [29]. In order to examine the system stability
of the boost inverter under DM operation, a Nyquist plot of (27)
is delineated by MATLAB and as shown in Fig. 13.

Apparently, the Nyquist locus of Q(z)(1 − 2Kr1z
m1H1(z))

is fully encompassed by the unit circle according to Fig. 13,
indicating that the condition in (27) is soundly satisfied and the
system is stable at all frequencies up to Nyquist frequency.

B. CM Operation Control System Stability Analysis

Under CM operation, an even-harmonic repetitive controller
is implanted in the current control loop in Fig. 9 to handle
the case with nonlinear loads. However, since the introduction
of the repetitive controller may pose uncertainties to overall

Fig. 14. Simplified control block diagram for dc current ripple reduction.

system stability. Therefore, it is necessary to look into the system
stability under CM operation by following the same steps of
analysis as conducted in the DM operation.

According to Fig. 5, dCM equals to the sum of dCM1 and
dCM2 . Therefore, in order to take advantage of the shortcut
method provided by Gd2i CM(z) and later Gi2v CM(z), control
diagrams in Figs. 8 and 9 should be combined as shown in
Fig. 14. According to Fig. 14, the open-loop transfer function
between current error ei CM and iCM can be expressed as

Gi cmop (z) =
Kp CMz−1ZZOH [Gd2i CM (s)]

1 + Ghpf (z) Gi (z) z−1ZZOH [Gd2i CM (s)]
(28)

where Gi(z) and Ghpf (z) denote the discretized model of the
current regulator and the first-order high-pass filter with a cut-
off frequency at 20 Hz, respectively. The closed-loop transfer
function from iCM∗ to iC M can derived accordingly as

Gi cmcl (z) =
iCM

iCM ∗
=

Gi cmop (z)
1 + Gi cmop (z)

. (29)

Similarly, the open-loop transfer function of the voltage con-
trol in Fig. 14 can be expressed as (30), shown at the bottom of
the page.

Closed-loop transfer function can be determined accordingly
as

Gv cmcl (z) = H2 (z) =
Gv cmop (z)

1 + Gv cmop (z)
. (31)

Similar to the design of the DM control system for ac out-
put voltage regulation, a modified plug-in repetitive controller
Grc CM(z) in (19) is embedded into (31). Through the very
same steps of combination, substitution, and transformation,
the closed-loop transfer function of the overall control system
for current ripple reduction can be reformulated as

G′
v cmcl (z) =

(1 + Grc CM (z)) Gi cmop (z)
1 + (1 + Grc CM (z)) Gi cmop (z)

=
H2 (z)

(
zN/2 − Q (z) + Kr2Q (z) zm 2

)

zN/2 − Q (z) + Kr2Q (z) zm 2 H2 (z)
.

(32)

Gv cmop (z) =
vCM

ev CM
=

Gpi (z) (1 − Gi cmcl (z)) Kp CMz−1ZZOH [Gd2i CM (s)Gi2v CM (s)]
1 + Ghpf (z)Gi (z) z−1ZZOH [Gd2i CM (s)]

. (30)
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Fig. 15. Nyquist plot of Q(z)(1 − Kr 2 zm 2 H2 (z)).

As discussed previously, a sufficient condition for system
stability based on (32) can be written as

‖Q (z) (1 − Kr2z
m 2 H2 (z))‖ < 1, ∀z = ejω , 0 < ω <

π

T
.

(33)
The Nyquist locus of Q(z)(1 − Kr2z

m2H2(z)) shown in
Fig. 15 clearly suggests the stability condition is satisfied, since
the entire locus is dwelled within the unit circle. The conclu-
sion is also consistent with the simulation results obtained from
piecewise linear electrical circuit simulation (PLECS), and its
validity will be further verified by the experimental results in
the subsequent section.

C. Discussion of Overall Control System Stability

Apparently, the overall control system is linearly related to
both DM and CM subsystems as suggested by the composition
of the output duty cycles d1 and d2 in Fig. 5. According to the
previous analysis in Section III, the regulations of DM and CM
signals are mutually independent, whereby no interactions are
detected between the subsystems. Based on the superposition
principle, the stability of all subsystems can reflect the stability
of the overall system provided that the overall system is linearly
related to all subsystems and no interaction is assumed among
subsystems. Since both conditions are duly satisfied in this case,
the stability of the overall control system is thereby concluded.

V. EXPERIMENTAL RESULTS

In order to experimentally verify the effectiveness of the pro-
posed control schemes, a 500-W prototype of the boost inverter
was built in the laboratory, the experimental setup of which is
shown in Fig. 16. Notably, the values of the experimental param-
eters are in consistence with the ones used in both simulations
and stability analysis as listed in Table I.

A. Linear Load Experimental Results

The experimental steady-state results of the boost inverter
connected to linear loads are presented in Figs. 17 and 18. Ap-
parently, without the proposed current ripple reduction control
and interleaved modulation, the dc input current is substantially
contaminated by the second-order current ripple as shown in
Fig. 17. Furthermore, the “thickness” of the input current wave-

Fig. 16. Experimental prototype of the boost inverter.

TABLE I
BOOST INVERTER CIRCUIT PARAMETERS

Parameters Values

Nominal power: Pn 500 W
Sampling frequency: fs (RMS): 19.2 kHz
Line frequency: fn frequency: fo 60 Hz
Output capacitance: C1 , sC2 60 μF
Boost inductance: L1 , L2 1.4 mH
Input voltage: V in 150 V
DC offset voltage: Vd c 260 V
Output voltage (rms): Vo 110 V

Fig. 17. Linear load experimental results (without current ripple reduc-
tion control and interleaved modulation).

Fig. 18. Linear load experimental results (with current ripple reduction
control and interleaved modulation).
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Fig. 19. FFT analysis result on low-frequency current ripple compo-
nents in dc current under linear load.

Fig. 20. FFT analysis result on switching frequency current ripple com-
ponent in dc current under linear load.

form clearly suggests the existence of switching frequency
current ripples intertwined with the dc current. By activating
both the interleaved modulation and the proposed current rip-
ple reduction control, the dc input current becomes significantly
cleaner and smoother as shown in Fig. 18. More evidently, the
dc current waveform also becomes considerably slimmer as
opposed to the one shown in Fig. 17, indicating a substantial
amount of switching frequency current ripples cancellation as a
result of the interleaved modulation.

In addition, the effectiveness of the proposed control is also
confirmed by the results of fast Fourier transform (FFT) anal-
ysis on dc current, where the amount of second-order current
ripple component plunges by an astonishing 98.5% as shown in
Fig. 19. A similar conclusion can also be made with the adop-
tion of the proposed interleaved modulation, where the amount
of switching frequency current ripple component drops by more
than two-thirds as shown in Fig. 20

B. Nonlinear Load Experimental Results

As illustrated previously, the proposed control schemes are
not only proved to be effective under linear load operation,
but also maintain impressive regulation performance when the
boost inverter is used to supply nonlinear loads. In conducting
experiments to verify this theory, a full-bridge diode rectifier
supplying an RLC (470 μF, 0.5 mH and 120 Ω) load is con-
nected to the ac output. The steady-state experimental results
under nonlinear load operation are presented in Figs. 21 and 22.
Notably, without any current ripple reduction regulation, the dc

Fig. 21. Nonlinear load experimental results (without current ripple re-
duction control and interleaved modulation).

Fig. 22. Nonlinear load experimental results (with current ripple reduc-
tion control and interleaved modulation).

Fig. 23. FFT analysis result on low-frequency current ripple compo-
nents in dc current under nonlinear load.

input current is severely distorted resulted from a series of low-
frequency even-order current ripples as shown in Fig. 21, which
are in good agreement with the previous analysis. Moreover,
the “thick” current waveform also implies that an observable
amount of switching frequency current ripples actively exists.

According to Fig. 22, the dc input current becomes dramati-
cally smoother and “slimmer” when both the proposed current
control and the interleaved modulation are enabled. Clearly, the
switching frequency ripple components appear to be insignif-
icant as reflected by the “slimmer” current waveform. More
noticeably, current peaks are substantially attenuated, which
would otherwise easily skyrocket and falsely trigger the over-
current protection should an unexpected oscillation occurs.

Figs. 23 and 24 present the results of FFT analysis on dc cur-
rent with regard to its low-frequency current ripples (even-order)
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Fig. 24. FFT analysis result on switching frequency current ripple com-
ponent in dc current under nonlinear load.

Fig. 25. Nonlinear load experimental results under load step change.

and switching frequency current ripple, respectively. Clearly,
with the proposed control in place, the proportions of second-,
fourth-, sixth-, and eighth-order current ripples against dc com-
ponent fall down considerably with a combined reduction over
96% as shown in Fig. 23. Meanwhile, the acquisition of the
interleaved modulation also leads to an explicit plummet of
switching frequency current ripple component, where its mag-
nitude declines by nearly 80% according to Fig. 24.

The transient response of the system under nonlinear load
operation has also been studied, and results are presented in
Fig. 25 corresponding to step change of the resistive component
of the nonlinear load. The waveforms captured indicate excellent
dynamic response with minor oscillatory transient immediately
followed by the step change. Despite the positive experimental
results obtained, it is crucial to note that electrical transients
such as instantaneous power fluctuation and overload conditions
could cause instantaneous system power imbalance due to the
slow dynamic response nature of fuel cells. A solution to this
problem is by integrating a supercapacitor module along with
fuel cell stacks as the dc source [34].

Finally, Table II compares the percentage of dc current rip-
ple reduction as a result of the proposed control with that re-
ported in [24] and [26]. Apparently, the waveform control in
[24] is unable to deal with current ripples under nonlinear load.
Even under a pure resistive load, the proposed control shows
more impressive performance in suppressing second-order cur-
rent ripple components. As an amelioration to [24], the closed-
loop waveform control in [26] may have enabled the system to

TABLE II
COMPARATIVE RESULTS OF DC CURRENT RIPPLE REDUCTION WITH THE
PROPOSED CONTROL AND THE WAVEFORM CONTROL IN [24] AND [26]

Linear Load Case Proposed Control Waveform Control [24]

Second-order current ripple reduction 98.54% 93.69%
Switching frequency current ripple reduction 69.15% N.A.

Nonlinear Load Case Proposed Control Waveform Control [26]

Second-order current ripple reduction 98.05% 92.68%
Fourth-order current ripple reduction 96.09% 83.87%
Sixth-order current ripple reduction 94.91% 86.36%
Sixth-order current ripple reduction 98.08% 38.46%
Switching frequency current ripple reduction 79.45% N.A.

work under nonlinear load. However, its current ripple reduc-
tion performance stumbles as frequency increases. In contrast,
the proposed control presents consistently better performance
up to Nyquist frequency. Moreover, this paper introduces an
interleaved modulation technique to mitigate current ripples at
switching frequency, which is a source of current ripples that
has been overlooked by both [24] and [26].

VI. CONCLUSION

This paper has reviewed the root causes of fuel cells’ relia-
bility concerns when it is utilized to power single-phase UPS
applications. The analysis reveals how the low-frequency cur-
rent ripples could negatively impact the fuel cells as a dc source.
To conquer the reliability-oriented challenge, a dual-mode oper-
ated boost inverter with meticulously designed control scheme
is presented in this paper. The proposed control method main-
tains impressive performance under both linear and nonlinear
loads. The investigation into the control system performance in
conjunction with repetitive controllers suggests excellent sys-
tem stability and dynamic response. In addition to the effective
suppression of the low-frequency current ripples, the current
ripples at switching frequency are also considerably reduced
thanks to the proposed interleaved modulation.
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